Environmental Monitoring Report

Condong Biomass Power Plant
153 McLeod Street Condong NSW

Licencee Cape Byron Management Pty Ltd
Address 153 McLeod Street Condong NSW
EPLNo 20424 http://www.epa.nsw.gov.au/prpoeoapp/

This data is is published under section 66(6) of the Protection of the
Environment Operations Act 1997

V2



Sampling Point:
Licencee

Location

EPL No

Parameters Monitored
Frequency & Method

Monitoring Point 1 - No 1 Boiler Stack Emissions
Cape Byron Management Pty Ltd

Condong Cogeneration Power Plant

20424 www.environment.nsw.gov.au

see individual parameters in table

Annually in accordance with EPA protocols

Limits see individual parameters in table
Results Table
Test Number AE14632 AE14632 AE14761 AE14992 AE15185 AE15315 AE15396
Sampling Date 14/11/2022 14/12/2022 7/02/2023 18/05/2023 14/09/2023 11/12/2023 17/01/2024
Date Received 25/11/2022 11/01/2023 21/03/2023 2/06/2023 4/10/2023 31/01/2024 12/02/2024
Date Published 30/11/2022 25/01/2023 22/03/2023 14/06/2023 1/11/2023 7/02/2024 21/02/2024
Measured Parameters Units COnce.ntr ation
Limit
dry @ STP and corrected to 7% O2
Average stack gas temperature °C Not Applicable 61.70 57.00 59.80 59.60 59.80 58.30 63.30
Average velocity at sampling plane m/s Not Applicable 15.80 15.80 15.40 15.40 24.00 20.40 18.90
Dry Gas Volumetric Flowrate m>/sec Not Applicable 67.60 69.75 67.33 61.11 106.60 94.30 82.83
Dry Gas Density kg/m® Not Applicable 1.34 1.34 1.33 1.31 1.34 1.34 1.33
Molecular Weight of Stack Gases g/g mole Not Applicable 30.00 29.80 29.60 29.30 30.00 30.00 29.90
Moisture content % Not Applicable 16.80 16.80 17.1 11.5 15.4 11.4 14.2
Concentration of carbon dioxide % Not Applicable 9.85 8.03 5.88 4.27 9.88 9.53 8.66
Total Solid Particles mg/m3 100.00 99.40 98.00 29.40 90.00 58.90 70.90 38.80
Sulphuric Acid Mist & Sulphur Trioxide as SO3 mg/m’ 30.00 6.30 5.33 2.29 2.60 16.30 5.56 7.50
Nitrogen Oxides (NOx) mg/m3 500.00 191.00 211.00 156.00 261.00 373.00 271.00 174.00




Sampling Point: Monitoring Point 2 - Ambient Air Monitoring Fuel Stockpile

Licencee Cape Byron Management Pty Ltd
Location Condong Cogeneration Power Plant
EPL No 20424

Parameters Monitored ~ Particulates - Deposited Matter
Monitoring Frequency Continous with sample results extrapolated from sample period of 30 + 2 days
Limits Not Applicable

Comments Laboratory Analysis
) ) Results
Date Sample Collected| Date Received | Date Published 2 Notes
(g/m“/month)
04-Jan-22 21-Jan-22 28-Jan-22
01-Feb-22 NA 22-Apr-22 Flood damage to plant operations
Bottles flood damaged and not serviceable, new
01-Mar-22 NA 22-Apr-22 bottles set 08/04/2022, plant not operational
05-May-22 09-May-22 18-May-22 Fine org. matter
06-Jun-22 17-Jun-22 29-Jun-22 Organic matter
04-Jul-22 08-Aug-22 10-Aug-22 Cloudy
08-Aug-22 NA NA Bottle smashed at EAL
06-Sep-22 12-Sep-22 21-Sep-22 Organic matter
06-Oct-22 13-Oct-22 19-Oct-22
02-Nov-22 04-Nov-22 16-Nov-22
07-Dec-22 20-Dec-22 25-Jan-23 Fine org. matter
11-Jan-23 12-Jan-23 25-Jan-23 dead beettle
03-Feb-23 10-Feb-23 22-Feb-23
08-Mar-23 15-Mar-23 22-Mar-23 bugs, fine org. matter
03-Apr-23 14-Apr-23 19-Apr-23 fine org. matter
04-Apr-23 11-May-23 17-May-23 small spider, fine org. matter
02-Jun-23 07-Jun-23 28-Jun-23 Fine Organic Matter
03-Jul-23 10-Jul-23 12-Jul-23 Fine org. matter, cloudy
07-Aug-23 10-Aug-23 23-Aug-23 Fine org. matter, cloudy
04-Aug-23 19-Sep-23 20-Sep-23 Ash, fine org. matter, cloudy, brown
03-Oct-23 11-Oct-23 19-Oct-23 Fine org. matter
02-Nov-23 08-Nov-23 16-Nov-23 Org. matter, cloudy, brown
04-Dec-23 13-Dec-23 13-Dec-23 Bugs, algae, fine org. matter
04-Jan-24 12-Jan-24 24-Jan-24 Dead beetle
05-Feb-24 09-Feb-24 21-Feb-24 Bugs, fine org. matter
04-Mar-24 08-Mar-24 20-Mar-24




Sampling Point: Monitoring Point 2 - Ambient Air Monitoring Fuel Stockpile

Licencee Cape Byron Management Pty Ltd
Location Condong Cogeneration Power Plant
EPL No 20424

Parameters Monitored PM10
Monitoring Frequency Once every 6 days when operating at stockpile

Limits Not Applicable
Comments
DZ’:IISG :v;zle Date Received Date Published Results (ug/m®) Notes
03-Jan-23 19-Jan-; 25-Jan-23
-Jan-. 01-Mar-:
-Jan-: 01-Mar-:
-Jan-. 01-Mar-:
-Jan-: 01-Mar-:
02-Feb-: -Mar-
08-Feb-: -Mar-
14-Feb-: 0-Mar-:
20-Feb-: 0-Mar-:
26-Feb-. 0-Mar-:
04-Mar-: -Mar-
0-Mar- 4-Apr-
6-Mar-: 4-Apr-
2-Mar-; 4-Apr-
28-Mar-: 4-Apr-
03-Apr-: 4-Apr-
09-Apr- 0-Jun-23
-Apr-. 0-Jun-23
-Apr-: 0-Jun-23
-Apr-. 0-Jun-23
03-May-23 0-Jun-23
-May-23 0-Jun-23
-May-23 0-Jun-23
-May-23 0-Jun-23
27-May-23 0-Jun-23
02-Jun-: 0-Jun-23
08-Jun-: 4-Jul-
14-Jun-: 4-Jul-;
20-Jun-: 4-Jul-
26-Jun- 4-Jul-; 26-Jul-2¢
02-Jul-: 4-Jul-: 26-Jul-;
08-Jul-; -Aug-
14-Jul-: -Aug-
20-Jul-; -Aug-
26-Jul-: -Aug-
01-Aug-: -Aug-:
07-Aug- -Aug-:
13-Aug- -Sep-
19-Aug-" -Sep-

4
4

4

29-Dec- 05-Feb-24
03-Jan-: 05-Feb-24
09-Jan-24 05-Feb-24
-Jan-24 04-Mar-24
-Jan-24 04-Mar-24
-Jan-24 4-Mar-24
2-Feb-24 5-Mar-24
08-Feb-24 5-Mar-24
14-Feb-24 5-Mar-24
20-Feb-24 5-Mar-24
26-Feb-24 5-Mar-24




Sampling Point:
Licencee

Location

EPL No

Parameters Monitored
Monitoring Frequency

Monitoring Point 4 - Ambient Air Monitoring North of Bowling Club

Cape Byron Management Pty Ltd
Condong Cogeneration Power Plant
20424

Particulates - Deposited Matter

Continous with sample results extrapolated from sample period of 30 + 2 days

Limits Not Applicable
Comments Laboratory Analysis
D?:t:"Se i;r;zle Date Received Date Published ﬁ‘jf:::th Notes

04-Jan-22 21-Jan-22 28-Jan-22 Fine org. matter

01-Feb-22 NA 22-Apr-22 Flood damage to plant operations
Bottles flood damaged and not
serviceable, new bottles set

01-Mar-22 NA 22-Apr-22 08/04/2022

05-May-22 09-May-22 18-May-22 Fine org. matter

06-Jun-22 17-Jun-22 29-Jun-22 Organic matter

04-Jul-22 08-Aug-22 10-Aug-22 Bugs, grass Fine Org.Matter
Dead worm. Fine Org.Matter, Large

08-Aug-22 12-Aug-22 24-Aug-22 Org. Matter

06-Sep-22 12-Sep-22 21-Sep-22 Org. Matter

06-Oct-22 13-Oct-22 19-Oct-22 Fine Org. Matter

02-Nov-22 04-Nov-22 16-Nov-22

07-Dec-22 20-Dec-02 25-Jan-23 Dead bugs, fine Org. matter

11-Jan-23 12-Jan-23 25-Jan-23 Fine org. matter

03-Feb-23 10-Feb-23 22-Feb-23 Org. Matter

08-Mar-23 15-Mar-23 22-Mar-23 Org. Matter

03-Apr-23 04-Apr-23 19-Apr-23 Org. Matter

04-Apr-23 11-May-23 17-May-23 fine org. matter, cloudy

02-Jun-23 07-Jun-23 28-Jun-23 dead wasp, fine organic matter

03-Jul-23 10-Jul-23 12-Jul-23 Bugs, org. matter

03-Jul-23 10-Jul-23 12-Jul-23 Bugs, org. matter

07-Aug-23 10-Aug-23 23-Aug-23 Fine org. matter, cloudy

04-Aug-23 19-Sep-23 20-Sep-23 Spider, algae, fine org. matter

03-Oct-23 11-Oct-23 19-Oct-23 Spider, algae, fine org. matter
Fine org. matter, algae, seeds,

02-Nov-23 08-Nov-23 16-Nov-23 ants, cloudy, yellow
Ants, bugs, algae, fine org. matter,

04-Dec-23 13-Dec-23 13-Dec-23 cloudy

04-Jan-24 12-Jan-24 24-Jan-24 Fine org. matter

05-Feb-24 09-Feb-24 21-Feb-24 Algae, twig fine org. matter

04-Mar-24 08-Mar-24 20-Mar-24 algae, fine org. matter, cloudy, brown




Sampling Point:  Monitoring Point 5 - Ambient Air Monitoring South of Mill

Licencee Cape Byron Management Pty Ltd
Location Condong Cogeneration Power Plant
EPL No 20424

Parameters Monitored Particulates - Deposited Matter
Monitoring Frequency Continuous with sample results extrapolated from sample period of 30 + 2 days

Limits Not Applicable
Comments Laboratory Analysis
D:’:t:"z i’t‘;zle Date Received | Date Published l:(:Isr::::th Notes
04-Jan-22 21-Jan-22 28-Jan-22 Fine org. matter
NA 01-Feb-22 22-Apr-22 Flood damage to plant operations
Bottles flood damaged and not
serviceable, new bottles set 08/04/2021
NA 01-Mar-22 22-Apr-22
05-May-22 09-May-22 18-May-22 Fine org. matter
06-Jun-22 17-Jun-22 29-Jun-22 QOrganic matter & algae
Grasshopper, spider, Org.Matter,
04-Jul-22 08-Aug-22 10-Aug-22 Cloudy
08-Aug-22 12-Aug-22 24-Aug-22 Fine Org. Matter
06-Sep-22 12-Aug-22 21-Sep-22 Yellow, Cloudy
06-Oct-22 13-Oct-22 19-Oct-22 Fine Org. Matter
02-Nov-22 04-Nov-22 16-Nov-22 bugs Org. Matter
07-Dec-02 20-Dec-02 25-Jan-23 Org. Matter
11-Jan-23 12-Jan-23 25-Jan-23 Fine org. matter
03-Feb-23 10-Feb-23 22-Feb-23 small seeds, org. matter
dead bugs, seeds , fine org. matter,
08-Mar-23 15-Mar-23 22-Mar-23 yellow
03-Apr-23 04-Apr-23 22-Mar-23 Fine Org. Matter
04-Apr-23 11-May-23 17-May-23 fine org. matter
02-Jun-23 07-Jun-23 28-Jun-23 Fine org. matter, large org. matter
03-Jul-23 10-Jul-23 12-Jul-23 Seeds, fine org. matter
07-Aug-23 10-Aug-23 23-Aug-23 Bark/ spider, fine org. matter, cloudy
Ash, bugs, fine org. matter, cloudy,
04-Aug-23 19-Sep-23 20-Sep-23 brown
03-Oct-23 11-Oct-23 19-Oct-23 Org. matter, cloudy
02-Nov-23 08-Nov-23 16-Nov-23 Fine org. matter, grass
Algae, bugs, org. matter, cloudy, yellow
04-Dec-23 13-Dec-23 13-Dec-23
04-Jan-24 12-Jan-24 24-Jan-24 Small seeds, fine org. matter, cloudy
05-Feb-24 09-Feb-24 21-Feb-24 Ants, twig, fine org. matter
04-Mar-24 08-Mar-24 20-Mar-24




Parameter/s Monitored
Frequency & Method
Limit

Comments

Monitoring Point 6 - O; Boiler Prior to Primary Air Heater

Cape Bvron Manacement Ptv Ltd
Condona Coaeneration Power Plant
20424

Oxvaen

Continuous Online Sampling

No Limits Prescribed

The results in the table provide a summary of the minimum, maximum and mean daily values for the period indicated

MONITORING PERIOD

Date Start | pate Finisn| | Date | Minimum | Maximum |yoz0 yaige Notes

Pdon 23 a3 | 25.an-23 203 2036 To.a1 P o G262, D501 2EES, 0602525, G702
9-Jan-23 15-Jan-23 | 25-Jan-23 143 2028 1448 | o a0 012028, 18012025
o3 224en23 | 250mn23 050 2018 1515 |Boer offine 160112023, 1710172025, 180172023, 1910172023
23-Jan-23 20-Jan-23 | 8-Feb-23 1.93 20.00 18,90 | e oo 2202, 2510112023
30dan23 SFeb2s | 6Feb23 246 P Ta.0z Bl ofin 9012023, 01022625, 02022025, GS022025
6-Feb-23 12-Feb-23 | 22-Feb-23 248 2003 11,00 [Boler ofine 0610212023, 1010212023, 1110212023, 1200212023
13-Feb-23 19-Feb-23 | 22-Feb23 | -0.77 2033 1488 | e aons ronastas L 61022028
20Feb2s | 26Feb23 | sMarzs PN 2012 11,05 Bl ofin 29022023, 20022625, 24022085, 5022020
27-Feb-23 5Mar-23 | 8-Mar-23 033 2014 952 [Boler offine 2710212023, 0310372023, 0410312023, 0510312023
6-Mar-23 12:Mar-23 | 22-Mar-23 NA NA NA for

13-Mar-23 19-Mar-23 | 22-Mar-23 NA NA NA for

20Mar-23 | 26-Mar23 | 5-Apr-23 086 2000 844 |soler offine 250032023, 2610372023

27-Mar-23 2Apr-23 | 5-Apr23 086 2022 801 [Boler offine 2710372023, 0110472023, 0210472023

3-Apr-23 9-Apr-23 | 19-Apr-23 1.60 19.89 10.74  [Boler ofine 0710412023, 0810412023, 0910412023
10-Apr-23 16-Apr-23 | 19-Apr-23 238 2054 11.73  [Boler ofine 1010412023, 1510472023, 1610412023
17-Apr-23 23-Apr-23 | 3-May-23 1.49 19.92 10,06 [Boler ofine 2110412023, 2210412023, 2010412023
24-Apr-23 30-Apr-23 | 3-May-23 1.00 2021 1248 [Boler ofine 2410412023, 2510512023, 2910512023, 3010512023
1-May-23 7-May-23 | 17-May-23 161 2048 1111 [Boler ofine 0110512023, 0310512023, 0610512023, 0710512023
8-May-23 14-May-23 | 17-May-23 192 2051 1113 [Boler ofine 0810512023, 1210512023, 1310512023
15May-23 | 21-May-23 | 31-May-23 292 20.37 1702 | o 2oaraos 21 araas
22May23 | 28-May-23 | 31-May-23 183 2041 1248 [Boler ofine 221052023, 2310512023, 2710512024, 2810512023
29May23 on2s | taunzs 260 2042 N e
5-Jun-23 11-Jun-23 | 14-Jun-23 232 19.96 1081 [Boler ofine 051062023, 09610672023, 1010612023, 1110612023
12-Jun-23 18-Jun-23 | 28-un-23 | -0.77 21.07 15.00  [Boler ofine 121062023, 1510612023, 1610612023, 171062023
19-Jun-23 25-Jun-23 | 28-Jun-23 157 2062 10,68 [Boler ofine 191062023, 2310612023, 2410612023, 2510612023
26-Jun-23 20ul23 | 12-Ju-23 -0.02 20.35 11.39  [Boler ofine 261062023, 3010612023, 0110772023, 0200772024
3-Jul-23 9Jul23 | 12-Ju-23 0.00 2027 661 [Boler offine 030712025, 0510712023, 0610712023
10-Jul-23 16-0ul-23 | 26-Jul-23 0.00 686 194

17-Jul-23 23-Ju-23 | 26-Jul-23 0.00 866 228

24-Jul-23 300ul-23 | 9-Aug-23 0.00 520 168

31-Jul-23 6-Aug23 | 9-Aug23 077 2038 390 |soler offine 0110812023

7-Aug-23 13-Aug-23 | 23-Aug-23 000 13.69 204

14-Aug23 | 20-Aug-23 | 23-Aug-23 0.00 19.85 214 [Boler shutdown 1710872023 ~12:45-14:15

21-Aug23 | 27-Aug23 | 6-Sep-23 0.00 711 1.89

28-Aug-23 3Sep-23 | 6-Sep23 0.00 179 252

4-8ep-23 10-Sep-23 | 20-Sep-23 | 077 2071 10,01 [Boler shutdown 0610912023 - 0810972023

11-Sep-23 | 17-Sep-23 | 20-Sep-23 0.00 879 257

18-Sep-23 | 24-Sep23 | 50ct23 0.00 13.26 326

25-Sep-23 1-:0ct23 | 50ct-23 001 19.81 296 |Boler shutdown 2510912023

2-00t-23 80ct23 | 19-0ct-23 000 15.70 305

9-0ct-23 15-Oct:23 | 19-Oct-23 0.00 887 324

16-Oct-23 22:0ct23 | 1-Nov-23 077 2038 394 |soleroffine 16/108 19110

23-0ct-23 29-0ct23 | 1-Nov-23 0.00 2016 510 |[soler offine 261108 20110

30-0ct-23 5Nov-23 | 16-Nov-23 001 19.96 7.58 [soler offine 0471180511

6-Nov-23 12-Nov-23 | 16-Nov-23 158 2020 13.30  [Boler ofine 06/11, 07711, 1011, 14111, 12111

13-Nov23 | 19-Nov-23 | 29-Nov-23 124 19.99 11.30 1301119011

20Nov-23 | 26-Nov23 | 29-Nov-23 | Nodata | Nodata | Nodata |Annuelshudown boler offine 20111 -26/11
27-Dec-23 3Dec23 | 13-Dec-23 | Nodata | Nodata | Nodata |Awnualshudown boleroffine 27/11 - 03/12

4-Dec-23 10-Dec-23 | 13-Dec-23 121 2011 537 |Boler strtwpat 0500 s

11-Dec23 | 17-Dec-23 | 27-Dec-23 1.07 1169 480

18-Dec-23 | 24-Dec-23 | 27-Dec-23 150 2011 1279 [Boler shutdown 21112 0730
25Dec23 | 31-Dec-23 [ 10-Jan-24 | 1978 2007 19.91  [Boler shutdown 2111231112

1-Jan-24 7-Jan-24 | 10-Jan-24 251 2025 1279 [Boler shutdown 01101 - 02101- 0500 s

8-Jan-24 14-Jan-24 24-Jan-24 1.08 20.06 9.28 Boiler shutdown 12/01-22:00 - 14/01-00:00 hrs.

15-Jan-24 21-Jan-24 24-Jan-24 -0.77 19.93 11.02 Boiler shutdown 19/01-22:00 - 21/01-00:00 hrs.

22-Jan-24 28-Jan-24 7-Feb-24 165 19.59 10.27 Boiler shutdown 26/01 - 29/01

29-Jan-24 4-Feb-24 7-Feb-24 1.47 19.88 13.65 Boiler shutdown 31/01 - 04/02

5-Feb-24 11-Feb-24 21-Feb-24 1.19 19.88 10.95 Boiler shutdown 09/02 -12/02

12-Feb-24 18-Feb-24 21-Feb-24 161 19.77 1161 Boiler shutdown 16/02 -19/02

19-Feb-24 25-Feb-24 6-Mar-24 132 20.02 10.31 Boiler shutdown 23/02 - 26/02
26-Feb-24 3Mar-24 | 6-Mar-24 080 19.83 1171 |Bollr shutdown 01103 - 04104

4-Mar-24 10-Mar-24 20-Mar-24 228 19.82 10.65 Boiler shutdown 08/03 - 10/03

11-Mar-24 17-Mar-24 20-Mar-24 148 2021 11.59 Boiler shutdown 15/03 - 17/03




Sampling Point:
Licencee

Location

EPL No

Parameter/s Monitored
Frequency & Method

Monitoring Point 11 - Stockpile Stormwater Discharge
Cape Byron Management Pty Ltd
Condong Cogeneration Power Plant

20424
Rainfall

Continuous Auto Sampler

TIPPING GUAGE CONTINUOUS RAINFALL MONITORING

Period From Period To Daily Rain
Date Time Date Time Total (mm) :V::‘ ;:ltiir)\sity
Monday, 1 January 2024 9:01am Tuesday, 2 January 2024 9:00am 64.4 22
Tuesday, 2 January 2024 9:01am Wednesday, 3 January 2024 9:00am 43.4 24
Wednesday, 3 January 2024 9:01am Thursday, 4 January 2024 9:00am 0.2 0.2
Thursday, 4 January 2024 9:01am Friday, 5 January 2024 9:00am 0.0 0.0
Friday, 5 January 2024 9:01am Saturday, 6 January 2024 9:00am 0.0 0.0
Saturday, 6 January 2024 9:01am Sunday, 7 January 2024 9:00am 1.0 04
Sunday, 7 January 2024 9:01am Monday, 8 January 2024 9:00am 04 0.2
Monday, 8 January 2024 9:01am Tuesday, 9 January 2024 9:00am 4.2 0.2
Tuesday, 9 January 2024 9:01am Wednesday, 10 January 2024 9:00am 59.2 14
Wednesday, 10 January 2024 9:01am Thursday, 11 January 2024 9:00am 2.0 0.2
Thursday, 11 January 2024 9:01am Friday, 12 January 2024 9:00am 0.0 0.0
Friday, 12 January 2024 9:01am Saturday, 13 January 2024 9:00am 4.6 0.6
Saturday, 13 January 2024 9:01am Sunday, 14 January 2024 9:00am 1.6 0.2
Sunday, 14 January 2024 9:01am Monday, 15 January 2024 9:00am 0.0 0.0
Monday, 15 January 2024 9:01am Tuesday, 16 January 2024 9:00am 34 0.6
Tuesday, 16 January 2024 9:01am Wednesday, 17 January 2024 9:00am 110.8 1.2
Wednesday, 17 January 2024 9:01am Thursday, 18 January 2024 9:00am 50.4 0.8
Thursday, 18 January 2024 9:01am Friday, 19 January 2024 9:00am 1.0 0.2
Friday, 19 January 2024 9:01am Saturday, 20 January 2024 9:00am 9.0 0.2
Saturday, 20 January 2024 9:01am Sunday, 21 January 2024 9:00am 04 0.2
Sunday, 21 January 2024 9:01am Monday, 22 January 2024 9:00am 0.0 0.0
Monday, 22 January 2024 9:01am Tuesday, 23 January 2024 9:00am 0.0 0.0
Tuesday, 23 January 2024 9:01am Wednesday, 24 January 2024 9:00am 0.0 0.0
Wednesday, 24 January 2024 9:01am Thursday, 25 January 2024 9:00am 0.0 0.0
Thursday, 25 January 2024 9:01am Friday, 26 January 2024 9:00am 0.0 0.0
Friday, 26 January 2024 9:01am Saturday, 27 January 2024 9:00am 0.0 0.0
Saturday, 27 January 2024 9:01am Sunday, 28 January 2024 9:00am 0.0 0.0
Sunday, 28 January 2024 9:01am Monday, 29 January 2024 9:00am 10.2 0.2
Monday, 29 January 2024 9:01am Tuesday, 30 January 2024 9:00am 8.6 04
Tuesday, 30 January 2024 9:01am Wednesday, 31 January 2024 9:00am 10.2 0.6
Wednesday, 31 January 2024 9:01am Thursday, 1 February 2024 9:00am 04 0.2
Thursday, 1 February 2024 9:01am Friday, 2 February 2024 9:00am 1.6 04
Friday, 2 February 2024 9:01am Saturday, 3 February 2024 9:00am 0.0 0.0
Saturday, 3 February 2024 9:01am Sunday, 4 February 2024 9:00am 0.0 0.0
Sunday, 4 February 2024 9:01am Monday, 5 February 2024 9:00am 1.0 0.2
Monday, 5 February 2024 9:01am Tuesday, 6 February 2024 9:00am 0.2 0.2
Tuesday, 6 February 2024 9:01am Wednesday, 7 February 2024 9:00am 0.0 0.0
Wednesday, 7 February 2024 9:01am Thursday, 8 February 2024 9:00am 0.0 0.0
Thursday, 8 February 2024 9:01am Friday, 9 February 2024 9:00am 22.6 04
Friday, 9 February 2024 9:01am Saturday, 10 February 2024 9:00am 8.0 0.2
Saturday, 10 February 2024 9:01am Sunday, 11 February 2024 9:00am 4.2 0.2
Sunday, 11 February 2024 9:01am Monday, 12 February 2024 9:00am 16.8 0.6
Monday, 12 February 2024 9:01am Tuesday, 13 February 2024 9:00am 22 04
Tuesday, 13 February 2024 9:01am Wednesday, 14 February 2024 9:00am 0.6 0.2




Sampling Point:
Licencee

Location

EPL No

Parameter/s Monitored
Frequency & Method

Monitoring Point 11 - Stockpile Stormwater Discharge

Cape Byron Management Pty Ltd
Condong Cogeneration Power Plant

20424
Rainfall

Continuous Auto Sampler

TIPPING GUAGE CONTINUOUS RAINFALL MONITORING

Period From Period To Daily Rain
Date Time Date Time Total (mm) :V::‘ ;:ltiir)\sity
Wednesday, 14 February 2024 9:01am Thursday, 15 February 2024 9:00am 0.0 0.0
Thursday, 15 February 2024 9:01am Friday, 16 February 2024 9:00am 0.0 0.0
Friday, 16 February 2024 9:01am Saturday, 17 February 2024 9:00am 55.0 1.2
Saturday, 17 February 2024 9:01am Sunday, 18 February 2024 9:00am 15.8 1.2
Sunday, 18 February 2024 9:01am Monday, 19 February 2024 9:00am 1.6 0.6
Monday, 19 February 2024 9:01am Tuesday, 20 February 2024 9:00am 2.0 0.2
Tuesday, 20 February 2024 9:01am Wednesday, 21 February 2024 9:00am 23.6 3.0
Wednesday, 21 February 2024 9:01am Thursday, 22 February 2024 9:00am 1.4 04
Thursday, 22 February 2024 9:01am Friday, 23 February 2024 9:00am 0.0 0.0
Friday, 23 February 2024 9:01am Saturday, 24 February 2024 9:00am 0.0 0.0
Saturday, 24 February 2024 9:01am Sunday, 25 February 2024 9:00am 0.0 0.0
Sunday, 25 February 2024 9:01am Monday, 26 February 2024 9:00am 11.0 0.8
Monday, 26 February 2024 9:01am Tuesday, 27 February 2024 9:00am 13.2 1.0
Tuesday, 27 February 2024 9:01am Wednesday, 28 February 2024 9:00am 0.0 0.0
Wednesday, 28 February 2024 9:01am Thursday, 29 February 2024 9:00am 0.0 0.0
Thursday, 29 February 2024 9:01am Friday, 1 March 2024 9:00am 0.0 0.0
Friday, 1 March 2024 9:01am Saturday, 2 March 2024 9:00am 0.0 0.0
Saturday, 2 March 2024 9:01am Sunday, 3 March 2024 9:00am 0.0 0.0
Sunday, 3 March 2024 9:01am Monday, 4 March 2024 9:00am 0.0 0.0
Monday, 4 March 2024 9:01am Tuesday, 5 March 2024 9:00am 2.6 0.6
Tuesday, 5 March 2024 9:01am Wednesday, 6 March 2024 9:00am 314 14
Wednesday, 6 March 2024 9:01am Thursday, 7 March 2024 9:00am 1.0 04
Thursday, 7 March 2024 9:01am Friday, 8 March 2024 9:00am 0.0 0.0
Friday, 8 March 2024 9:01am Saturday, 9 March 2024 9:00am 1.8 04
Saturday, 9 March 2024 9:01am Sunday, 10 March 2024 9:00am 2.4 04
Sunday, 10 March 2024 9:01am Monday, 11 March 2024 9:00am 0.0 0.0
Monday, 11 March 2024 9:01am Tuesday, 12 March 2024 9:00am 04 0.2
Tuesday, 12 March 2024 9:01am Wednesday, 13 March 2024 9:00am 5.0 0.6
Wednesday, 13 March 2024 9:01am Thursday, 14 March 2024 9:00am 0.6 0.2
Thursday, 14 March 2024 9:01am Friday, 15 March 2024 9:00am 0.0 0.0
Friday, 15 March 2024 9:01am Saturday, 16 March 2024 9:00am 0.0 0.0
Saturday, 16 March 2024 9:01am Sunday, 17 March 2024 9:00am 13.4 0.6
Sunday, 17 March 2024 9:01am Monday, 18 March 2024 9:00am 24 0.2
Monday, 18 March 2024 9:01am Tuesday, 19 March 2024 9:00am 8.6 04




Sampling Point:
Licencee

Location

EPL No

Parameters Monitored
Frequency & Method
Limit/s

Monitoring Point 8 - Injection Water Inlet, Background River Water Temperature
Cape Byron Management Pty Ltd

Condong Cogeneration Power Plant

20424

Temperature (°C)

Fortnightly Representative Sample

Not Applicable - Background river data is used to determine temperature of

cooling water discharged at monitoring point 9

Comments
Date Sampled & Date Published Temp (°C) Notes
Received
2-Jan-23 25-Jan-23
16-Jan-23 25-Jan-23
23-Jan-23 08-Feb-23
6-Feb-23 08-Feb-23
13-Feb-23 22-Feb-23
26-Feb-23 08-Mar-23
1-Mar-23 08-Mar-23
13-Mar-23 22-Mar-23
20-Mar-23 22-Mar-23
27-Mar-23 05-Apr-23
3-Apr-23 05-Apr-23
10-Apr-23 19-Apr-23
17-Apr-23 19-Apr-23
24-Apr-23 03-May-23
1-May-23 03-May-23
8-May-23 17-May-23
18-May-23 31-May-23
4-Jun-23 14-Jun-23
7-Jun-23 14-Jun-23
12-Jun-23 14-Jun-23
14-Jun-23 21-Jun-23
21-Jun-23 26-Jun-23
26-Jun-23 03-Jul-23
3-Jul-23 09-Jul-23
10-Jul-23 26-Jul-23
17-Jul-23 26-Jul-23
24-Jul-23 09-Aug-23
30-Jul-23 09-Aug-23
14-Aug-23 23-Aug-23
20-Aug-23 23-Aug-23
4-Sep-23 20-Sep-23
16-Sep-23 20-Sep-23
21-Sep-23 04-Oct-23
14-Oct-23 19-Oct-23
24-Oct-23 29-Oct-23
30-Oct-23 16-Nov-23
5-Nov-23 16-Nov-23
17-Nov-23 26-Nov-23
27-Nov-23 13-Dec-23
3-Dec-23 13-Dec-23
6-Dec-23 13-Dec-23
11-Dec-23 27-Dec-23
16-Dec-23 28-Dec-23
17-Dec-23 29-Dec-23
25-Dec-23 30-Dec-23
31-Dec-23 07-Jan-24
8-Jan-24 14-Jan-24
15-Jan-24 16-Jan-24
17-Jan-24 21-Jan-24
21-Jan-24 21-Jan-24
28-Jan-24 07-Feb-24
4-Feb-24 07-Feb-24
8-Feb-24 18-Feb-24
19-Feb-24 03-Mar-24
4-Mar-24 17-Mar-24




‘Sampling Point:

Monitoring Point - Cogeneration Cooling Water Discharge

o
erment Py L

concao Gaoe Biron anac
Locaton ‘Gondona Coseneraton Power Pl
EPLNo 20420
Paamaters Moniared See Table
Linis See Tatle
Conments
Dato Samplea | O3 | Pate | Notos
022 423 | 25925
0523 25025 | 25925
164023 123 | osren2s
254m23 o1Fen2s | osFenas
304023 o623 | osren2s
Osrebas | 21Feas | 22Fezs
9Feb2s | 247023 | oBMar2s
20Feb2s | 27Fe2s | oswar2s
2rsebzs | osner2s | oaneras
o823 PERS Ty
200023 050023 | 050025
2123 04023 | 050025
03pr23 1200025 | 190025
T1apes 160025 | 190025
209023 25ay25 | 03ey25
Oayzs | 10mey2s | 17uey2s
Obnayzs | 1oMey2s | 1vey2s
shap2s | 23Mey2s | 31Mey2s
200y23 070023 | 14025
05423 150025 | 149025
134023 220n25 | 289n25
26923 03023 | 124428
05023 199620 | 209620
100023 210623 | 200023
190023 270023 | 09025
20023 319u23 | osawas
31023 o7Aw23 | 0sAms
oranzs | t6Awas | 25w
Bag2 | 16Aw23 | 23A028
21am23 | 2925 | 06Sen2s
23 | 05Se2s | 2050025
ocsep2s | 1950025 | 2050025
8sep2s | 205ep23 | 0500123
2550923 | o40c2s | 050028
03.0023 100023 | 190625
09.0023 17.0023 | 190625
160023 250023 | 010wz
20023 300023 | 010wz
300123 13nov2a [ 1enovan
O6Nov2s | 13Novzs | 16Nov2s
Tahorzs | 21Novad | 29movas
Py o o e o
000c23 | 190023 | 1300025
1900025 | 20Dec23 | 27Dec2s
800025 | 2700023 | 24van2s
Ot s 0424 | 24024
8 2s 0624 | 24024
154024 1524 | 07Feb2s
24m2s 22024 | 217020
30024 30024 | 21Feb20
Osrabzs | 06Fen2s | 21Fen2s
i5Feb2e | 19Feb2d | oMar2s
toFeb2e | 19Feb2d | OMar2s
rebzs | osneras | 20Mers
osner2s 19ar2a | 20Mar2s

T1var2s
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Sampling Point: Monitoring Point 12 - Stormwater Discharge From Stockpile Catchment Basin

Licencee Cape Byron Management Pty Ltd
Location Condong Cogeneration Power Plant
EPL No 20424

Parameter/s Monitored See Table
Frequency & Method ~ Sampling any discharge, whether controlled or otherwise, which has not occurred from rainfall exceeding 82mm
over any consecutive five day period
Limit/s See Table
Comments A 90 percentile limit means 90% of results must comply with the specified limit. No result may exceed the maximum limit.

BODs; | Nitrogen Phosphorus
(mg/L) (mg/L) PH (mg/L) TSS (mglL)
Date Date
Date Sampled Received | Published Notes
19-Jan-21 28-Jan-21 29-Jan-21
23-Feb-21 01-Mar-21 12-Mar-21
15-Mar-21 22-Mar-21 08-Apr-21
25-Mar-21 31-Mar-21 08-Apr-21
13-May-21 19-May-21 02-Jun-21
09-Jul-21 14-Jul-21 16-Jul-21
13-Oct-21 20-Oct-21 22-Oct-21
08-Dec-21 15-Dec-21 22-Dec-21
30-Dec-21 05-Jan-22 14-Jan-22
13-May-22 18-May-22 | 31-May-22
22-Jul-22 27-Jul-22 02-Aug-22
27-Jul-22 08-Aug-22 10-Aug-22
26-Sep-22 04-Oct-22 05-Oct-22
03-Nov-22 11-Nov-22 | 16-Nov-22
13-Nov-23 21-Nov-23 | 29-Nov-23
04-Jan-24 16-Jan-24 24-Jan-24
22-Jan-24 01-Feb-24 07-Feb-24
22-Feb-24 29-Feb-24 06-Mar-24




Licencee
Location
EPL No

Cape Byron Management Pty Ltd
Condong Power Plant
20424

MONITORING REPORT CORRECTIONS LOG

Date Originally

Date / Period Monitoring Point Pollutant/Parameter Original Data Corrected Data Date Corrected Published Reason
Min. -0.95 Min. 2.92
o Max. -0.93 Max. 20.14 ) g Fah. Failed probe identified used back up probe
31-Jan-22 9 Oxygen Mean -0.93 Mean 16.44 18-May-22 11-Feb-22 data
Min. -0.95 Min. 3.56 . . -
7-Feb-22 9 Oxygen Max. -0.93 Max. 20.54 18-May-22 11-Feb-22 g:l':d probe identified used back up probe
Mean -0.94 Mean 12.46
Min. -0.95 Min. 1.97 . . -
14-Feb-22 9 Oxygen Max. -0.93 Max. 20.28 18-May-22 25-Feb-22 g:t":d probe identified used back up probe
Mean -0.94 Mean 13.54
Min. 1.97 Failed probe identified used back up probe
21-Feb-22 9 Oxygen NA Max. 20.28 18-May-22 22-Apr-22 P PP
data
Mean 13.54
Data recoverd from failed hard drive 11-30
11 April - 30 April 22 9 pH Temp 02 None collected As per sheet 18-Jul-22 01-May-22 April and updated to system on the

18/07/2022




